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POSSIBLE SUBSTITUTES FOR FULLY HOLOGENATED CLOROFLUOROCARBONS
(CFC) BY USING ALREADY MARKETED FLUIDS
Horst Kruse
Ulrich Hesse
Universit at Hannover
Kaltetechn igj3000 Hannover 1
Welfengar ten lA, Postfach 3552
Hannover, WEST GERMANY
Abstract
After the signature of the Montreal- Protocol 1987 a reduction
of the fully halogenate d CFC's also in refrigerat ion systems will be
Therefore , new fluids for refrigera tion and air
necessary .
Those
conditioni ng systems are necessary and under developme nt.
fluids, up to now not on the market like i.e. Rl34A, Rl23, etc., are
not well enough investigat ed as far as their toxic, carcinogen ic and
mutagenic behavior is concerned. These investigat ions are very time
consuming and the decision for the production of those fluids can
an
Therefore ,
only be made after positive test results.
availabil ity in the market is not estimated before approxima tely ten
years.
Because of this long time period and still possible negative
test results it is necessary to look also after alternativ e
substitute s for the fully halogenate d CFC's. In order not to change
the general design and hardware of refrigerat ion systems and
components it is favourable to look first at other CFC's not
included in the Montreal- Protocol as further substitute s. Recently
available refrigeran ts in the market are R22, R23, Rl42B and Rl52A.
Unfortuna tely, not all fully halogenate d CFC's included in the
Protocol of Montreal can be substitute d by those alternativ es
mentioned because of several reasons like pressure levels in the
systems, flammabil ity, oil behaviour etc. Furthermo re, the
refrigeran t R22 most looked at as a substitute seems to have an
underestim ated influence on the ozone layer according to recent
investigat ions. Therefore, mixtures of those fluids in order to
obtain adequate pressure levels and inflammab ility can be a short
term solution as well as together with other fluids as sorbents for
resorption cycles. Special research fields for these combinatio ns
of well known fluids are for instance thermophy sical property data,
flammabil ity tests, system and components hardware behavior.
Research work in this field has been started at the University
of Hannover and will be described in the paper.

POSSIBILIT E DE REMPLACEMENT DES CHLOROFLUOROCARBONES ENTIEREMENT
HALOGENES (CFC) PAR DES FLUIDES DEJA COMMERCIALISES.
Apres la signature du protocole de Montreal en 1987 une
RESUME
reduction des CFC entieremen t halogenes sera necessaire dans les
installati ons frlgorifiq ues. Done de nouveaux frigorigen es sont
necessaire s et devront etre mis au point. Les fluides qui ~e so~t pas
encore sur le marche tels que le Rl34A, le Rl23, etc, ne so~t pas
assez bien etudies en ce qui co~cerne leur comportem ent toxique,
carcinogen ique et mutagenlqu e. Ces recherches sont longues et la
decision de produire ces fluides ne peut etre prise qu'apres que les
essais aient fourni des resultats positifs. Aussi, on ne pense pas
qu'ils puissent etre disponible s sur le marche avant une dizaine
d'annees.
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~n ra~son de ce long dela~ et comme les essalS peuvent encore
etre negatlfs, il faut rechercher aussi des produits de remplacemen t
aux CFC enti~rem0nt halogenes. Pour ne pas modifier la conception
generale et les materlels des syst~rnes frigoriflque s et de leurs
composants, ll convient de considerer comme autres produ~ts de remplacement en premier lieu les CFC qui ne figurent pas dans le protocole de Montreal. Les frigor~g~nes disponibles sur le marche sont le
R22, le R23, le Rl42B et le Rl52a. Malheu~eusement, taus les CFC
enti~rernent halogenes f~gurant dans le protocole de Montreal
ne peuvent etre remplaces par CBS substltUtS pour plusieurs raisons telles
que les niveaux de presslon dans ces installation s, l'inflammab ilite,
le comportemen t de l'huile, etc. De plus, le R22 sur lequel on compte
le plus comme prodult de remplacemen t semble, d'apr~s des recherches
recenLes, avoir une influence qul est sous-estimee sur la couche
d'ozone. Les melanges de ces fluides pour obtenlr des niveaux de
pression et d'ininelamm abilite convenables peuvent constltuer une
solution
court terme ainsl qu0 d'autres fluides comme solvants pour
les cycles a resorption. Les domaines de recherche speciaux pour les
combinaisons de fluides bien connus sent par exemple les proprietes
thermophysiq ues, les essais d'inelammab ilite, le comportemen t de
l'lnstallati on et de ses composants.
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Des travaux de recherche dans ce domains, qui ont debute
l'universite de Hanovre, sent decrits dans cette communicat~on.

This paper appears 1n the July 1988 issue of the IJR
on page 276.
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